Detailed Selected Statistics & Management Activity

Selected Coded Field:
Report Period: 1/1/05 - 12/31/05

Detector Failure

CODE DESCRIPTOR FREQUENCY FREQ. EXPs AVG# | AVG# | AVG# | AVG # AVG # | AVG # AVERAGE # TOTAL AVERAGE

PERCENT SUPPR.| EMS | OTHER [SUPPR.| EMS | OTHER | MAN HOURS| MAN HOURS RESPONSE

PERS | PERS | PERS | APPR. | APPR. | APPR. TIME (min)
0 Other 19 7.34% 0 4.79 0.68 0.16 4.42 0.74 1.37 12.24 232.50 5.11
1 Hardwired power failure, shut-off or disconne 17 6.56% 0 11.59 0.47 0.47 6.65 0.71 1.00 -19.69 -334.75 -80.29
2 Improper installation or placement 1.16% 0 10.33 0.00 1.67 4.33 0.00 2.33 23.62 70.87 4.33
3 Defective 4 1.54% 0 4.25 0.00 1.00 3.00 0.00 1.25 4.58 18.30 4.00
4 Lack of cleaning 1.93% 0 7.20 0.00 0.80 5.80 0.40 1.80 32.83 164.13 4.80
5 Battery missing or disconnected 95 36.68% 1 7.33 0.16 0.31 4.61 0.23 0.58 14.19 1,347.83 4.48
6 Battery discharged or dead 42 16.22% 0 7.07 0.00 0.14 4.07 0.00 0.12 10.01 420.33 5.14
U Undetermined 74 28.57% 0 6.00 0.35 0.47 3.95 0.27 0.78 14.18 1,049.37 5.76
Totals 259( 100.00% 1 6.98 0.24 0.36 4.45 0.27 0.70 11.46 2,968.58 -0.55

Mutual Aid Given Incidents 0
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